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Code Title  Edition  

Indiana Residential Code 2009 

Section number and title  Page  
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Proponent  Title  
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Address  Phone  
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PROPOSED CODE CHANGE (Check One) 

 Change to read as follows Add to read as follows  Delete and substitute as follows  Delete without substitution 

E3908.8.3 Nonmetallic sheathed cable (Type NM). In addition to the insulated conductors, the cable shall have an insulated, 
covered, or bare equipment grounding conductor. Equipment grounding conductors shall be sized in accordance with Table 
E3908.12. 
 
 
 

REASON AND FISCAL IMPACT 

Some Type NM cable has a covered equipment grounding conductor. 
 
Reason #2 (from identical submission by Eldridge) 
This text was extracted from the 2005 Indiana Residential Code.  Also, Type NM cable sometimes has a covered grounding 
Conductor that is not insulated since it has no voltage rating. 

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 

Further Study 

 

 


